S05, S10, S20 Series Spring Return Direct Coupled Actuators
MS31XX, MS41XX, MS46XX, MS71XX, MS75XX, MS81XX

INSTALLATION INSTRUCTIONS
The internal auxiliary switches must be connected to the same power source, the auxiliary switches shall be connected to the same pole of the same supply circuit, connected in a same polarity manner.

For additional installation details go to customer.honeywell.com and search for Literature Number 63-2607.